- ANGLED RESIN FILL TYPICAL @ ALL MEMBRANE TERMINATION POINTS.
- FLINTEDGE METAL COPING CAP
- TERMINATE SMARTFLASH MEMBRANE @ OUTSIDE EDGE OF WALL.
- CONCRETE OR MASONRY WALL IN SOUND STRUCTURAL CONDITION
- PREPARE, LEVEL & PATCH SUBSTRATE AS REQUIRED W/APPROVED LEVELING COMPOUND PRIOR TO APPLICATION OF SMARTFLASH PRIMER & MEMBRANE.
- (1) PLY SMARTFLASH MEMBRANE FLASHING EXTEND 12" MIN. HORIZONTALLY ONTO MODIFIED BITUMEN ROOF MEMBRANE.
- CANT STRIP
- GRANULATED CAP SHEET OVER MODIFIED BASE PLY TURNED UP ON VERTICAL.

4" MIN.